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Fahrenheit. Installation of the sprinkler sys-
tem must be in accordance with NFPA 13 
(1996), Standard for the Installation of Sprin-
kler Systems. 

d. Maximum spacing of the sprinkler heads 
must be on a 10-foot grid and the positioning 
of the heads must provide complete, unob-
structed coverage, with a clearance of not 
less than 18 inches from the top of the high-
est stored materials. 

e. The sprinkler system must be equipped 
with a water-flow alarm connected to an au-
dible alarm within the facility and to a con-
tinuously staffed fire department or an Un-
derwriters Laboratory approved central 
monitoring station (see UL 827, Central-Sta-
tion Alarm Services (April 23, 1999)) with re-
sponsibility for immediate response. 

f. A manual fire alarm system must be pro-
vided with a Underwriters Laboratory ap-
proved (grade A) central monitoring station 
service or other automatic means of noti-
fying the municipal fire department. A man-
ual alarm pull station must be located adja-
cent to each exit. Supplemental manual 
alarm stations are permitted within the 
records storage areas. 

g. All water cutoff valves in the sprinkler 
system must be equipped with automatic 
closure alarm (tamper alarm) connected to a 
continuously staffed station, with responsi-
bility for immediate response. If the sprin-
kler water cutoff valve is located in an area 
used by the public, in addition to the tamper 
alarm, the valves must be provided with 
frangible (easily broken) padlocks. 

h. A dependable water supply free of inter-
ruption must be provided including a contin-
uous site fire loop connected to the water 
main and sized to support the facility with 
only one portion of the fire loop operational. 
This normally requires a backup supply sys-
tem having sufficient pressure and capacity 
to meet both fire hose and sprinkler require-
ments for 2-hours. A fire pump connected to 
an emergency power source must be provided 
in accordance with NFPA 20 (1996), Standard 
for the Installation of Centrifugal Fire 
Pumps, when adequate water pressure is not 
assured. In the event that public water 
mains are not able to supply adequate vol-
umes of water to the site, on-site water stor-
age must be provided. 

i. Interior fire hose stations equipped with 
a 11⁄2 inch diameter hose may be provided in 
the records storage areas if required by the 
local fire department, enabling any point in 
the records storage area to be reached by a 
50-foot hose stream from a 100-foot hose lay. 
If provided, these cabinets must be marked 
‘‘For Fire Department Use Only.’’ 

j. Where fire hose cabinets are not re-
quired, fire department hose outlets must be 
provided at each floor landing in the building 
core or stair shaft. Hose outlets must have 
an easily removable adapter and cap. 
Threads and valves must be compatible with 

the local fire department’s equipment. Spac-
ing must be so that any point in the record 
storage area can be reached with a 50-foot 
hose stream from a 100-foot hose lay. 

k. In addition to the designed sprinkler 
flow demand, 500 gpm must be provided for 
hose stream demand. The hose stream de-
mand must be calculated into the system at 
the base of the main sprinkler riser. 

l. Fire hydrants must be located within 250 
feet of each exterior entrance or other access 
to the records storage facility that could be 
used by firefighters. Each required hydrant 
must provide a minimum flow capacity of 500 
gpm at 20 psi. All hydrants must be at least 
50 feet away from the building walls and ad-
jacent to a roadway usable by fire apparatus. 
Fire hydrants must have at least two, 21⁄2 
inch hose outlets and a pumper connection. 
All threads must be compatible with local 
standards. 

m. Portable water-type fire extinguishers 
(21⁄2 gallon stored pressure type) must be pro-
vided at each fire alarm striking station. 
The minimum number and locations of fire 
extinguishers must be as required by NFPA 
10 (1994), Standard for Portable Fire Extin-
guishers. 

n. Single level catwalks without automatic 
sprinklers installed underneath may be pro-
vided in the service aisles if the edges of all 
files in the front boxes above the catwalks 
are stored perpendicular to the aisle (to min-
imize files exfoliation in a fire). Where pro-
vided, the walking surface of the catwalks 
must be of expanded metal at least .09-inch 
thickness with a 2-inch mesh length. The 
surface opening ratio must be equal or great-
er than 0.75. The sprinkler water demand for 
protection over bays with catwalks where 
records above the catwalks are not perpen-
dicular to the aisles must be calculated hy-
draulically to give .30 gpm per square foot 
for the most remote 2,000 square feet. 

[64 FR 67660, Dec. 2, 1999] 

PART 1230—MICROGRAPHIC 
RECORDS MANAGEMENT 

Subpart A—General 

Sec. 
1230.1 What does this part cover? 
1230.2 What is the authority for this part? 
1230.3 Publications incorporated by ref-

erence. 
1230.4 Definitions. 

Subpart B—Program Requirements 

1230.7 What must agencies do to manage 
microform records? 
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Subpart C—Microfilming Standards 

1230.10 Do agencies need to request NARA 
approval for the disposition of all 
microform and source records? 

1230.12 What are the steps to be followed in 
filming records? 

1230.14 What are the filming requirements 
for permanent and unscheduled records? 

1230.16 What are the film and image require-
ments for temporary records, duplicates, 
and user copies? 

Subpart D—Storage, Use and Disposition 
Standards of Microform Records 

1230.20 How should microform records be 
stored? 

1230.22 What are NARA inspection require-
ments for permanent and unscheduled 
microform records? 

1230.24 What are NARA inspection require-
ments for temporary microform records? 

1230.26 What are the use restrictions for 
permanent and unscheduled microform 
records? 

1230.28 What must agencies do to send per-
manent microform records to a records 
storage facility? 

1230.30 How do agencies transfer permanent 
microform records to the legal custody of 
the National Archives? 

Subpart E—Centralized Micrographic 
Services 

1230.50 What micrographic services are 
available from NARA? 

AUTHORITY: 44 U.S.C. 2907, 3302 and 3312. 

SOURCE: 67 FR 31693, May 9, 2002; 67 FR 
39473, June 7, 2002, unless otherwise noted. 

Subpart A—General 
§ 1230.1 What does this part cover? 

This part covers the standards and 
procedures for using micrographic 
technology to create, use, store, in-
spect, retrieve, preserve, and dispose of 
Federal records.§ 1230.2 What is the au-
thority for this part? 

44 U.S.C. chapters 29 and 33, author-
ize the Archivist of the United States 
to: 

(a) Establish standards for copying 
records by photographic and micro-
photographic means; 

(b) Establish standards for the cre-
ation, storage, use, and disposition of 
microform records in Federal agencies; 
and 

(c) Provide centralized microfilming 
services for Federal agencies. 

§ 1230.2 What is the authority for this 
part? 

44 U.S.C. chapters 29 and 33, author-
ize the Archivist of the United States 
to: 

(a) Establish standards for copying 
records by photographic and micro-
photographic means; 

(b) Establish standards for the cre-
ation, storage, use, and disposition of 
microform records in Federal agencies; 
and 

(c) Provide centralized microfilming 
services for Federal agencies. 

§ 1230.3 Publications incorporated by 
reference. 

(a) General. The following publica-
tions are hereby incorporated by ref-
erence into Part 1230. They are avail-
able from the issuing organizations at 
the addresses listed in this section. 
They may also be examined at the Na-
tional Archives and Records Adminis-
tration (NARA). For information on 
the availability of this material at 
NARA, call 202–741–6030, or go to: http:// 
www.archives.gov/federallregister/ 
codeloflfederallregulations/ 
ibrllocations.html.This incorporation 
by reference was approved by the Di-
rector of the Federal Register in ac-
cordance with 5 U.S.C. 552(a) and 1 CFR 
Part 51. These materials are incor-
porated as they exist on the date of ap-
proval, and a notice of any change in 
these materials will be published in the 
FEDERAL REGISTER. 

(b) American National Standards Insti-
tute (ANSI) and International (ISO) 
standards. ANSI standards cited in this 
part are available from the American 
National Standards Institute, 25 West 
43rd St., 4th Floor, New York, NY 10036. 
The standards can be ordered on line at 
http://webstore.ansi.org/ansidocstore/de-
fault.asp. 

ISO 10602:1995(E), February 1, 1995, Second 
edition, Photography–Processed silver- 
gelatin type black-and-white film–Speci-
fications for stability. 

ANSI/PIMA IT9.2–1998, April 15, 1998, Amer-
ican National Standard for Imaging Mate-
rials—Photographic Processed Films, 
Plates, and Papers—Filing Enclosures and 
Storage Containers. 

ANSI/ISO 5.2-1991, ANSI/NAPM IT2.19–1994, 
February 20, 1995, American National 
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Standard for Photography—Density Meas-
urements—Part 2: Geometric Conditions 
for Transmission Density. 

ANSI/ISO 5-3-1995, ANSI/NAPM IT2.18–1996, 
March 8, 1996, American National Standard 
for Photography—Density Measurements— 
Part 3: Spectral Conditions. 

ISO 18911: 2000(E), First edition, November 1, 
2000, Imaging materials–Processed safety 
photographic films—Storage practices. 

(c) Association of Information and 
Image Management (AIIM) Standards. 
You may obtain the following stand-
ards from the Association of Informa-
tion and Image Management, 1100 
Wayne Avenue, suite 1100, Silver 
Spring, MD 20910. The standards can be 
ordered on line at http://www.aiim.org/. 

ANSI/AIIM MS1–1996, August 8, 1996, Stand-
ard Recommended Practice for Alpha-
numeric Computer-Output Microforms— 
Operational Practices for Inspection and 
Quality Control. 

ANSI/AIIM MS5–1992, December 21, 1992, 
Standard for Information and Image Man-
agement–Microfiche. 

ANSI/AIIM MS14–1996, August 8, 1996, Stand-
ard Recommended Practice–Specifications 
for 16mm and 35mm Roll Microfilm. 

ANSI/AIIM MS19–1993, August 18, 1993, 
Standard Recommended Practice–Identi-
fication of Microforms. 

ANSI/AIIM MS23–1998, June 2, 1998, Standard 
Recommended Practice–Production, In-
spection, and Quality Assurance of First- 
Generation, Silver Microforms of Docu-
ments. 

ANSI/AIIM MS32–1996, February 16, 1996, 
Standard Recommended Practice–Micro-
recording of Engineering Source Docu-
ments on 35mm Microfilm. 

ANSI/AIIM MS41–1996, July 16, 1996, Dimen-
sions of Unitized Microfilm Carriers and 
Apertures (Aperture, Camera, Copy and 
Image Cards). 

ANSI/AIIM MS43–1998, June 2, 1998, Standard 
Recommended Practice–Operational Proce-
dures–Inspection and Quality Control of 
Duplicate Microforms of Documents and 
From COM. 

ANSI/AIIM MS45–1990, January 22, 1990, Rec-
ommended Practice for Inspection of 
Stored Silver-Gelatin Microforms for Evi-
dence of Deterioration. 

ANSI/ISO 3334–1991, ANSI/AIIM MS51–1991, 
May 10, 1991, Micrographics—ISO Resolu-
tion Test Chart No. 2—Description and 
Use. 

§ 1230.4 Definitions. 
The following definitions apply to 

this part: 
Archival microfilm. A photographic 

film that meets the standards de-

scribed in § 1230.14 and that is suitable 
for the preservation of permanent 
records when stored in accordance with 
§ 1230.20(a). Such film must conform to 
film designated as LE 500 in ANSI/ 
NAPM IT9.1–1996. 

Background density. The opacity of 
the area of the microform not con-
taining information. 

Computer-assisted retrieval (CAR) sys-
tem. A records storage and retrieval 
system, normally microfilm-based, 
that uses a computer for indexing, 
automatic markings such as blips or 
bar codes for identification, and auto-
matic devices for reading those mark-
ings and, in some applications, for 
transporting the film for viewing. 

Computer Output Microfilm (COM). 
Microfilm containing data converted 
and recorded from a computer. 

Facility. An area used exclusively to 
make or copy microforms. 

Microfilm. (1)Raw (unexposed and un-
processed) fine-grain, high resolution 
photographic film with characteristics 
that make it suitable for use in micro-
graphics; 

(2) The process of recording micro-
images on film; or 

(3) A fine-grain, high resolution pho-
tographic film containing micro-
images. 

Microform. Any form containing 
microimages. 

Microimage. A document such as a 
page of text or a drawing that is too 
small to be read without magnifica-
tion. 

Permanent record. Permanent record 
has the meaning specified in § 1220.14 of 
this chapter. 

Records storage facility. Records stor-
age facility has the meaning specified 
in § 1220.14 of this chapter. 

Temporary record. Temporary record 
has the meaning specified in § 1220.14 of 
this chapter. 

Unscheduled record. Unscheduled 
record has the meaning specified in 
§ 1220.14 of this chapter. 

Use or work copies. Duplicates of 
original film made to be used for ref-
erence or for duplication on a recurring 
or large-scale basis. These are not pres-
ervation master copies, which must be 
stored unused as specified in § 1230.20. 
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Subpart B—Program Requirements 
§ 1230.7 What must agencies do to 

manage microform records? 
Federal agencies must manage 

microform records by taking the fol-
lowing actions: 

(a) Assign responsibility for an agen-
cywide program for managing 
microform records and notify the Na-
tional Archives and Records Adminis-
tration (NWM), 8601 Adelphi Rd., Col-
lege Park, MD 20740-6001 of the name 
and title of the person assigned the re-
sponsibility. 

(b) Manage the microform records as 
part of other records and information 
resources management programs of the 
agency. 

(c) Include microform records man-
agement objectives, responsibilities, 
and authorities in pertinent agency di-
rectives and disseminate them to ap-
propriate officials. 

(d) Address records management 
issues, including disposition, before ap-
proving new microform records sys-
tems or enhancements to existing sys-
tems. 

(e) Train the managers and users of 
microform records. 

(f) Develop records schedules cov-
ering microform records and finding 
aids, secure NARA approval, and apply 
the disposition instructions. 

(g) Schedule computerized indexes 
associated with microform records, 
such as in a computer-assisted re-
trieval (CAR) system, in accordance 
with part 1234 of this chapter. 

(h) Review practices used to create 
and manage microform records periodi-
cally to ensure compliance with NARA 
standards in this part. 

Subpart C—Microfilming 
Standards 

§ 1230.10 Do agencies need to request 
NARA approval for the disposition 
of all microform and source 
records? 

(a) Permanent or unscheduled records. 
Agencies must schedule both source 
documents (originals) and microforms. 
NARA must approve the schedule, 
Standard Form (SF) 115, Request for 
Records Disposition Authority, in ac-
cordance with part 1228 of this chapter 

before any records, including source 
documents, can be destroyed. NARA 
will not approve the destruction of 
original records that have intrinsic 
value, or security classified or other-
wise restricted original records that 
are scheduled as permanent, or original 
records that are scheduled as perma-
nent and that have other characteris-
tics that would limit the usefulness of 
microform copies for public reference. 

(1) Agencies that comply with the 
standards in § 1230.14 must include on 
the SF 115 the following certification: 
‘‘This certifies that the records de-
scribed on this form were (or will be) 
microfilmed in accordance with the 
standards set forth in 36 CFR part 
1230.’’ 

(2) Agencies using microfilming 
methods, materials, and procedures 
that do not meet the standards in 
§ 1230.14(a) must include on the SF 115 a 
description of the system and stand-
ards used. 

(3) When an agency intends to retain 
the silver original microforms of per-
manent records and destroy the origi-
nal records, the agency must certify in 
writing on the SF 115 that the 
microform will be stored in compliance 
with the standards of § 1230.20 and in-
spected as required by § 1230.22. 

(b) Temporary records. Agencies do not 
need to obtain additional NARA ap-
proval when destroying scheduled tem-
porary records that have been micro-
filmed. The same approved retention 
period for temporary records is applied 
to microform copies of these records. 
The original records can be destroyed 
once microfilm is verified, unless legal 
requirements prevent their early de-
struction. 

§ 1230.12 What are the steps to be fol-
lowed in filming records? 

(a) Ensure that the microforms con-
tain all information shown on the 
originals and that they can be used for 
the purposes the original records 
served. 

(b) Arrange, describe, and index the 
filmed records to permit retrieval of 
any particular document or component 
of the records. Title each microform 
roll or fiche with a titling target or 
header. For fiche, place the titling in-
formation in frame 1 if the information 
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will not fit on the header. At a min-
imum, titling information must in-
clude: 

(1) The title of the records; 
(2) The number or identifier for each 

unit of film; 
(3) The security classification, if any; 

and 
(4) The name of the agency and orga-

nization the inclusive dates, names, or 
other data identifying the records to be 
included on a unit of film. 

(c) Add an identification target show-
ing the date of filming. When necessary 
to give the film copy legal standing, 
the target must also identify the per-
son who authorized the microfilming. 
See ANSI/AIIM MS19–1993 for standards 
for identification targets. 

(d) The following formats are manda-
tory standards for microforms: 

(1) Roll film. (i)Source documents. The 
formats described in ANSI/AIIM MS14– 
1996 must be used for microfilming 
source documents on 16mm and 35mm 
roll film. A reduction ratio no greater 
than 1:24 is recommended for type-
written or correspondence types of doc-
uments. See ANSI/AIIM MS23–1998 for 
the appropriate reduction ratio and 
format for meeting the image quality 
requirements. When microfilming on 
35mm film for aperture card applica-
tions, the format dimensions in ANSI/ 
AIIM MS32–1996, Table 1 are manda-
tory, and the aperture card format ‘‘D 
Aperture’’ shown in ANSI/AIIM MS41– 
1996, Figure 1, must be used. The com-
ponents of the aperture card, including 
the paper and adhesive, must conform 
to the requirements of ANSI/PIMA 
IT9.2–1998. The 35mm film used in the 
aperture card application must con-
form to film designated as LE 500 in 
ANSI/NAPM IT9.1–1996. 

(ii) COM. Computer output microfilm 
(COM) generated images must be the 
simplex mode described in ANSI/AIIM 
MS14–1996 at an effective ratio of 1:24 
or 1:48 depending upon the application. 

(2) Microfiche. For microfilming 
source documents or computer gen-
erated information (COM) on micro-
fiche, the formats and reduction ratios 
prescribed in ANSI/AIIM MS5–1992 
(R1998) must be used as specified for 
the size and quality of the documents 
being filmed. See ANSI/AIIM MS23–1998 
for determining the appropriate reduc-

tion ratio and format for meeting the 
image quality requirements. 

(e) Index placement. (1) Source docu-
ments. When filming original (source) 
documents, place indexes, registers, or 
other finding aids, if microfilmed, ei-
ther in the first frames of the first roll 
of film or in the last frames of the last 
roll of film of a series. For microfiche, 
place them in the last frames of the 
last microfiche or microfilm jacket of 
a series. 

(2) COM. Place indexes on computer- 
generated microforms following the 
data on a roll of film or in the last 
frames of a single microfiche, or the 
last frames of the last fiche in a series. 
Other index locations may be used only 
if dictated by special system con-
straints. 

§ 1230.14 What are the filming require-
ments for permanent and unsched-
uled records? 

(a) General requirements. (1) Apply the 
standards in this section for micro-
filming of: 

(i) Permanent paper records where 
the original paper record will be de-
stroyed or otherwise disposed of; 

(ii) Unscheduled paper records where 
the original paper record will be de-
stroyed or otherwise disposed of; and 

(iii) Permanent and unscheduled 
original microform records (no paper 
originals) produced by automation, 
such as computer output microfilm 
(COM). 

(2) Do not destroy permanent or un-
scheduled paper records after micro-
filming without authorization from 
NARA on a SF 115 (see § 1230.10(a)). 

(b) Film stock standards. Polyester- 
based silver gelatin type film that con-
forms to ANSI/NAPM IT9.1—1996 for LE 
500 film must be used in all applica-
tions. 

(c) Processing standards. Microforms 
must be processed so that the residual 
thiosulfate ion concentration will not 
exceed 0.014 grams per square meter in 
accordance with ANSI/NAPM IT9.1– 
1996. Follow processing procedures in 
ANSI/AIIM MS1–1996 and MS23–1998. 

(d) Quality standards. (1) Resolution. 
(i) Source documents. Determine min-
imum resolution on microforms of 
source documents using the method in 
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the Quality Index Method for deter-
mining resolution and anticipated 
losses when duplicating, as described in 
ANSI/AIIM MS23–1998 and MS43–1998. 
Perform resolution tests using a ISO 
3334-1991 Resolution Test Chart or a 
commercially available certifiable tar-
get manufactured to comply with this 
standard, and read the patterns fol-
lowing the instructions of ISO 3334– 
1991. Use the smallest character used to 
display information to determine the 
height used in the Quality Index for-
mula. A Quality Index of five is re-
quired at the third generation level. 

(ii) COM. Computer output 
microforms (COM) must meet the re-
quirements of ANSI/AIIM MS1–1996. 

(2) Background density of images. The 
background ISO standard visual diffuse 
transmission density on microforms 
must be appropriate to the type of doc-
uments being filmed. The procedure for 
density measurement is described in 
ANSI/AIIM MS23–1998. The densitom-
eter must meet with ANSI/NAPM 
IT2.18–1996, for spectral conditions and 
ANSI/NAPM IT2.19–1994, for geometric 
conditions for transmission density. 

(i) Recommended visual diffuse 
transmission background densities for 
images of documents are as follows: 

Classification Description of docu-
ment Background density 

Group 1 High-quality, high 
contrast printed 
book, periodicals, 
and black typing. 

1.3–1.5 

Group 2 Fine-line originals, 
black opaque pencil 
writing, and docu-
ments with small 
high contrast print-
ing. 

1.15–1.4 

Group 3 Pencil and ink draw-
ings, faded printing, 
and very small 
printing, such as 
footnotes at the 
bottom of a printed 
page. 

1.0–1.2 

Group 4 Low-contrast manu-
scripts and drawing, 
graph paper with 
pale, fine-colored 
lines; letters typed 
with a worn ribbon; 
and poorly printed, 
faint documents. 

0.8–1.0 

Group 5 Poor-contrast docu-
ments (special ex-
ception). 

0.7–0.85 
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(ii) Recommended visual diffuse 
transmission densities for computer 
generated images are as follows: 

Film 
Type Process 

Density 
Measure-

ment 
Method 

Min. 
Dmax1 

Max. 
Dmin1 

Minimum 
Density 

Dif-
ference 

Silver 
gelatin 

Conven-
tional 

Printing 
or dif-
fuse 

0.75 0.15 0.60 

Silver 
gelatin 

Full re-
versal 

Printing 1.50 0.20 1.30 

1Character or line density, measured with a microdensitometer or by 
comparing the film under a microscope with an image of a known 
density. 

(3) Base plus fog density of films. The 
base plus fog density of unexposed, 
processed films must not exceed 0.10. 
When a tinted base film is used, the 
density will be increased. The dif-
ference must be added to the values 
given in the tables in paragraph (d)(2) 
of this section. 

(4) Line or stroke width. Due to optical 
limitations in most photographic sys-
tems, film images of thin lines appear-
ing in the original document will tend 
to fill in as a function of their width 
and density. Therefore, as the reduc-
tion ratio of a given system is in-
creased, reduce the background density 
as needed to ensure that the copies will 
be legible. 

§ 1230.16 What are the film and image 
requirements for temporary 
records, duplicates, and user cop-
ies? 

(a) Temporary records with a retention 
period over 99 years. Follow the film and 
image requirements in § 1230.14. 

(b) Temporary records to be kept for less 
than 100 years. NARA does not require 
the use of specific standards. Select a 
film stock that meets agency needs and 
ensures the preservation of the 
microforms for their full retention pe-
riod. Consult appropriate ANSI stand-
ards, available as noted in § 1230.3, or 
manufacturer’s instructions for proc-
essing microfilm of these temporary 
records. Follow the manufacturer’s rec-

ommendations for production and 
maintenance of temporary microfilm 
to ensure that the image is accessible 
and usable for the entire retention pe-
riod. 

Subpart D—Storage, Use and Dis-
position Standards for 
Microform Records 

§ 1230.20 How should microform 
records be stored? 

(a) Permanent and unscheduled 
records. Store permanent and unsched-
uled microform records under the ex-
tended term storage conditions speci-
fied in ISO 18911:2000 and ANSI/PIMA 
IT9.2–1998, except that the relative hu-
midity of the storage area must be a 
constant 35 percent RH, plus or minus 
5 percent. Do not store non-silver cop-
ies of microforms in the same storage 
area as silver gelatin originals or du-
plicate copies. 

(b) Temporary records. Store tem-
porary microform records under condi-
tions that will ensure their preserva-
tion for their full retention period. 
Agencies may consult Life Expectance 
(LE) guidelines in ANSI/AIIM stand-
ards (see § 1230.3 for availability) for 
measures that can be used to meet re-
tention requirements. 

VerDate Aug<04>2004 14:07 Sep 22, 2004 Jkt 203135 PO 00000 Frm 00744 Fmt 8010 Sfmt 8010 Y:\SGML\203135T.XXX 203135T



745 

National Archives and Records Administration § 1230.26 

§ 1230.22 What are NARA inspection 
requirements for permanent and 
unscheduled microform records? 

(a) Agencies must inspect, or arrange 
to pay a contractor or NARA to inspect 
the following categories of microform 
records stored at the agency, at a com-
mercial records storage facility, or at a 
NARA records center following the in-
spection requirements in paragraph (b) 
of this section: 

(1) Master films of permanent records 
microfilmed in order to dispose of the 
original records; 

(2) Master films of permanent records 
originally created on microfilm; 

(3) Other master films scheduled for 
transfer to the National Archives; and 

(4) Master films of unscheduled 
records. 

(b) The films listed in paragraph (a) 
of this section must be inspected ini-
tially in accordance with ANSI/AIIM 
MS45—1990. All films must be inspected 
when they are 2 years old. After the 
initial 2-year inspection, unless there 
is a catastrophic event, the films must 
be inspected as follows until legal cus-
tody is transferred to the National Ar-
chives and Records Administration: 

(1) For microfilm that is/was pro-
duced after 1990, inspect the microfilm 
every 5 years. 

(2) For microfilm that was produced 
prior to 1990, inspect the microfilm 
every 2 years. 

(c) To facilitate inspection, the agen-
cy must maintain an inventory of 
microfilm listing each microform se-
ries/publication by production date, 
producer, processor, format, and re-
sults of previous inspections. 

(d) The elements of the inspection 
shall consist of: 

(1) An inspection for aging blemishes 
following ANSI/AIIM MS45–1990; 

(2) A rereading of resolution targets; 
(3) A remeasurement of density; and 
(4) A certification of the environ-

mental conditions under which the 
microforms are stored, as specified in 
§ 1230.20(a). 

(e) The agency must prepare an in-
spection report, and send a copy to 
NARA in accordance with § 1230.28(b). 
The inspection report must contain: 

(1) A summary of the inspection find-
ings, including: 

(i) A list of batches by year that in-
cludes the identification numbers of 
microfilm rolls and microfiche in each 
batch; 

(ii) The quantity of microforms in-
spected; 

(iii) An assessment of the overall 
condition of the microforms; 

(iv) A summary of any defects discov-
ered, e.g., redox blemishes or base de-
formation; and 

(v) A summary of corrective action 
taken. 

(2) A detailed inspection log created 
during the inspection that contains the 
following information: 

(i) A complete description of all 
records inspected (title; roll or fiche 
number or other unique identifier for 
each unit of film inspected; security 
classification, if any; and inclusive 
dates, names, or other data identifying 
the records on the unit of film); 

(ii) The date of inspection; 
(iii) The elements of inspection (see 

paragraph (a)(4) of this section); 
(iv) Any defects uncovered; and 
(v) The corrective action taken. 
(f) If an inspection shows that a mas-

ter microform is deteriorating, the 
agency must make a silver duplicate in 
accordance with § 1230.14 to replace the 
deteriorating master. The duplicate 
film will be subject to the inspection 
requirements (see § 1230.22) before 
transfer to a record center or to the 
National Archives. 

(g) Inspection must be performed in 
an environmentally controlled area in 
accordance with ANSI/AIIM MS45–1990. 

§ 1230.24 What are NARA inspection 
requirements for temporary 
microform records? 

NARA recommends, but does not re-
quire, that agencies use the inspection 
by sampling procedures described in 
§ 1230.22(a) and (b). 

§ 1230.26 What are the use restrictions 
for permanent and unscheduled 
microform records? 

(a) Do not use the silver gelatin 
original microform or duplicate silver 
gelatin microform of permanent or un-
scheduled records created in accord-
ance with § 1230.14 of this part (archival 
microform) for reference purposes. 
Agencies must ensure that the archival 
microform remains clean and 
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undamaged during the process of mak-
ing a duplicating master. 

(b) Use duplicates for: 
(1) Reference; 
(2) Further duplication on a recur-

ring basis; 
(3) Large-scale duplication; and 
(4) Distribution of records on 

microform. 
(c) Agencies retaining the original 

record in accordance with an approved 
records disposition schedule may apply 
agency standards for the use of 
microform records. 

§ 1230.28 What must agencies do to 
send permanent microform records 
to a records storage facility? 

(a) Follow the procedures in part 
1228, subpart I, of this chapter and the 
additional requirements in this sec-
tion. 

(b) Package non-silver copies sepa-
rately from the silver gelatin original 
or silver duplicate microform copy and 
clearly label them as non-silver copies. 

(c) Include the following information 
on the transmittal (SF 135 for NARA 
records centers), or in an attachment 
to the transmittal. For records sent to 
an agency records center or commer-
cial records storage facility, submit 
this information to NARA as part of 
the documentation required by 
§ 1228.154(c)(2) of this chapter: 

(1) Name of the agency and program 
component; 

(2) The title of the records and the 
media/format used; 

(3) The number or identifier for each 
unit of film; 

(4) The security classification, if any; 
(5) The inclusive dates, names, or 

other data identifying the records to be 
included on a unit of film; 

(6) Finding aids that are not con-
tained in the microform; and 

(7) The inspection log forms and in-
spection reports required by § 1230.22(a) 
(5) and (6). 

(d) Agencies may transfer permanent 
microform records to a records storage 
facility meeting the storage require-
ments in § 1230.20(a) (see § 1228.152(e)(3) 
of this chapter for NARA centers) only 
after the first inspection or with cer-
tification that the microforms will be 
inspected by the agency, an agency 
contractor, or a NARA records center 

(on a reimbursable basis) when the 
microforms become 2 years old. 

§ 1230.30 How do agencies transfer 
permanent microform records to 
the legal custody of the National 
Archives? 

(a) Follow the procedures in part 
1228, subpart L, of this chapter and the 
additional requirements in this sec-
tion. 

(b) Originate the transfer by submit-
ting an SF 258, Agreement to Transfer 
Records to the National Archives of 
the United States, unless otherwise in-
structed by NARA. 

(c) If the records are not in a NARA 
records center, submit the information 
specified in § 1230.28(c). 

(d) Transfer the silver gelatin origi-
nal (or duplicate silver gelatin 
microform created in accordance with 
§ 1230.14) plus one microform copy. 

(e) Ensure that the inspection of the 
microform is up-to-date. If the 
microform records were recently pro-
duced, please note that NARA will not 
accession permanent microform 
records until the first inspection (when 
the microforms are 2 years old) has 
been performed. 

(f) Package non-silver copies sepa-
rately from the silver gelatin original 
or silver duplicate microform copy and 
clearly label them as non-silver copies. 

Subpart E—Centralized 
Micrographic Services 

§ 1230.50 What micrographic services 
are available from NARA? 

Some NARA records centers provide 
reimbursable microfilming services, in-
cluding preparing, indexing, and film-
ing of records, inspection of film, and 
labeling of film containers. Agencies 
desiring microfilming services from 
NARA should contact the Office of Re-
gional Records Services (NR), 8601 
Adelphi Rd., College Park, MD 20740- 
6001, or the director of the NARA 
records center serving the agency’s 
records (see § 1228.150(a) of this chap-
ter). The fees for microfilming services 
will appear in NARA bulletins, which 
are available on NARA’s web site at 
http://www.nara.gov/records/policy/bul-
letin.html or from the Modern Records 
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Programs (NWM), 8601 Adelphi Road, 
College Park, MD 20740-6001. 

PART 1232—AUDIOVISUAL 
RECORDS MANAGEMENT 

Subpart A—General 

Sec. 
1232.1 Applicability and scope. 
1232.2 Objectives. 
1232.10 Definitions. 

Subpart B—Audiovisual Records 
Management 

1232.20 Agency program responsibilities. 
1232.22 Nitrocellulose film. 
1232.24 Unstable cellulose-acetate film. 
1232.26 Storage conditions. 
1232.28 Maintenance and operations. 
1232.30 Choosing formats. 
1232.32 Disposition. 

AUTHORITY: 44 U.S.C. 2904 and 3101; and 
OMB Circular A–130. 

SOURCE: 61 FR 32337, June 24, 1996, unless 
otherwise noted. 

Subpart A—General 

§ 1232.1 Applicability and scope. 
This part prescribes policies and pro-

cedures for managing audiovisual 
records to ensure adequate and proper 
documentation and authorized, timely, 
and appropriate disposition. 

§ 1232.2 Objectives. 
The objectives of audiovisual records 

management are to achieve the effec-
tive creation, maintenance, use, and 
disposition of audiovisual and related 
records by establishing standards for 
maintenance and disposition, physical 
security, and preservation and by re-
viewing recordkeeping practices on a 
continuing basis to improve proce-
dures. 

§ 1232.10 Definitions. 
For the purposes of this part, the fol-

lowing definitions shall apply (see also 
§ 1220.14 of this chapter for other defini-
tions). 

Audiovisual. Any pictorial or aural 
means of communicating information. 

Audiovisual equipment. Equipment 
used for recording, producing, dupli-
cating, processing, broadcasting, dis-
tributing, storing or exhibiting audio-

visual materials or for providing any 
audiovisual services. 

Audiovisual production. An organized 
and unified presentation, developed ac-
cording to a plan or script, containing 
visual imagery, sound, or both, and 
used to convey information. An audio-
visual production generally is a self- 
contained presentation. Audiovisual 
productions may include motion media 
with synchronous sound such as mo-
tion picture film, videotape or other 
video formats, audio recordings, and 
other media such as synchronized 
audio and visual presentations such as 
multimedia productions. 

Audiovisual records. Records in pic-
torial or aural form that include still 
and motion media, sound recordings, 
graphic works, mixed media, and re-
lated finding aids and production files. 

Subpart B—Audiovisual Records 
Management 

§ 1232.20 Agency program responsibil-
ities. 

Each Federal agency, in providing for 
effective controls over the creation of 
records, shall establish an appropriate 
program for the management of audio-
visual records. This program shall be 
governed by the following require-
ments: 

(a) Prescribe the types of records to 
be created and maintained so that 
audiovisual activities and their prod-
ucts are properly documented. (Regula-
tions on the appropriate types of per-
manent audiovisual records are located 
in § 1228.266 of this chapter.) 

(b) Ensure that adequate training is 
provided to: 

(1) Agency personnel responsible for 
the disposition of audiovisual records; 

(2) Contractor personnel who have 
temporary custody of audiovisual 
records; and, 

(3) All users who create, handle, or 
maintain audiovisual records or oper-
ate equipment for their use. 

(c) Ensure that contract provisions 
protect the Government’s legal title 
and control over audiovisual records 
and related documentation produced or 
maintained by contract. Ensure that 
contract provisions identify as 
deliverables any working papers/files 
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